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CLASS-T POWER IN M10-2

CLASS-T POWER IN M10-1

IMPORTANT INFORMATION !

The Cerbo tank level ports can be configured to work with either European (0 - 180 Ohm)]
or US tank senders (240 - 30 Ohm) standards. Or one can configure a custom Ohm
resistance range between 0 Ohm and 300 Ohm. This requires firmware v2.80 or higher.
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all adds up to the max sum of input and
output current of 50+21=71A.

An Earth leakage device with breaker or a
combination MCB/RCD must be installed
on the output. Cable size must be adjusted

less. This depends heavily on the size of
the connected power source.The input
currents must be adjusted to fit the size of
the connected power sources. The breaker
and cable size for both AC IN-1 & AC IN-2

be grounde:
The primary Case ground connection from a inverter

charger like a Multi or a Quattro, must be connected to
the Central Negative Busbar of the DC system. Size of

Switched load-1

accordingly. should be adjusted accordingly. this cable must be identical to connected DC negative.
IMPORTANT INFORMATION ! IMPORTANT INFORMATION !
AC Out-2 i DC cableffuse size Quattro-Il VWVARNING

Switched 10ad-2)

'AC Out-2 only is available when power is
present on AC IN-2.

During battery operation it wil
disconnected.

AC Out-2 supports up to 50A.

An Earth leakage device with breaker or a
combination MCB/RCD must be installed
on the output. Cable size must be adjusted
accordingly.

be

0-5m cable length: 4 x 505Qmm 5-10m cable
length: 4 x 95SQmm. When used in closed
conduits, cable size should double. Cable
length stands for the distance between the
battery and the Quattro. Recommendations
are without other loads in the system and
these also should be taken into account for
proper main battery, main fuse & main switch
cables | Fuse size should be 1 x 400A.

Switched load-3)
No Break load-1
No Break

230 Volt AC is extremely HAZARDOUS ! Do not touch
any LIVE WIRED parts of the installation. When

in
doubt, always consult your Victron dealer for advice !
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